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ABSTRACT: 
 
At 1019 on 5-22-89, with the unit operating at approximately 35% power, the 
reactor tripped due to lo-lo steam generator level. The lo-lo steam generator 
level occurred because the 2A steam generator feed pump (SGFP), which was 
providing feedwater flow to the steam generators, tripped. The unit was 
stabilized in Mode 3 (Hot Standby). 
 
The SGFP trip vas caused by a loose electrical connector on the 2A SGFP thrust 
bearing wear device. Although the exact cause could not be determined, it is 
believed that the connector was not fully tightened following maintenance 
performed during the recent refueling outage. During pump cleaning 
activities, the cable attached to the loose connector was inadvertently 
contacted. This caused a thrust bearing wear trip signal to be generated. 
Thus, the 2A SGFP tripped which caused the lo-lo steam generator level and an 
automatic reactor trip resulted. 
 
To prevent recurrence of this problem, a preventive maintenance task will be 
developed to inspect SGFP instrumentation connections for tightness following 



major unit or SGFP outages. 
 
The unit returned to power operation on 5-22-89 at 2234. 
 
END OF ABSTRACT 
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Plant and System Identification: 
 
Westinghouse - Pressurized Water Reactor 
Energy Industry Identification System codes are identified in the text as 
XX!. 
 
Summary of Event 
 
At 1019 on 5-22-89, with the unit operating at approximately 35% power, the 
reactor AB! tripped due to lo-lo steam generator level. The lo-lo steam 
generator level occurred because the 2A steam generator feed pump (SGFP) SJ!, 
which was providing feedwater flow to the steam generators, tripped. The unit 
was stabilized in Mode 3 (Hot Standby). 
 
Description of Event 
 
On 5-22-89, the unit was operating at approximately 35% power following a 
refueling outage. The 2A SGFP was providing feedwater to the steam generators 
and the 2B SGFP was shut down. A Shift Foreman and two System Operators (SOs) 
were wiping up minor amounts of oil from around the SGFPs. 
 
At 1019, one of the SOs inadvertently contacted an instrumentation cable for 
the thrust bearing wear to the SGFP control system. This cable was loosely 
connected and a high thrust bearing wear signal was generated when the cable 
was contacted. This signal caused the 2A SGFP to trip. A subsequent reactor 
trip followed due to lo-lo level in the steam generators. The unit was 
stabilized in Mode 3 (Hot Standby). 
 
Following the trip, the operators implemented FNP-2-EEP-0 (Reactor Trip or 
Safety Injection) and FNP-2-ESP-0.1 (Reactor Trip Response), ensuring that the 
unit was safely in Mode 3. The unit was maintained in a normal stable 
condition. 
 
The 2B SGFP was inspected for a similar condition and all connections were 
found to be proper. 
 
Cause of Event 
 



This event was caused by a loose electrical connector on the 2A SGFP thrust 
bearing wear device. Although the exact cause could not be determined, it is 
believed that the connector was not fully tightened following maintenance 
performed during the recent refueling outage. 
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Reportability Analysis and Safety Assessment 
 
This event is reportable because of the actuation of the reactor protection 
system. After the trip, the following safety systems operated as designed: 
main feedwater was isolated with flow control valves and bypass valves closed, 
auxiliary feedwater pumps started automatically and provided flow to the steam 
generators, source range nuclear instrumentation automatically energized, and 
pressurizer heaters and spray valves operated automatically as required to 
maintain system pressure. There was no effect on the health and safety of the 
public. 
 
Corrective Action 
 
A preventive maintenance task will be developed to inspect SGFP 
instrumentation connections for tightness following major unit or SGFP 
outages. Only one of the two SGFPs is required to provide adequate feedwater 
flow during low power operation. The concept of having the second SGFP 
available prior to having workers on the running SGFP will be discussed with 
the appropriate Operations personnel. 
 
Additional Information 
 
The unit returned to power operation on 5-22-89 at 2234. No similar LERs have 
been submitted by Farley Nuclear Plant. 
 
No components failed during this event. 
 
This event would not have been more severe if it had occurred under different 
operating conditions. 
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